
Cow Creek GCD  

Well Construc on, Comple on, and Technical Standards 

Rule 5 (sleeve alternate surface comple on) 

Minimum 24” above land surface 

Groundwater 

Screened or perforated area 

(perforated casing requires a manufactured 

screen waiver signed by the well owner) 

Forma on Packer or 

Gravel Pack 

Hydrological Contact 

Borehole minimum of 3” larger 

than the OD of the well casing 

20’ minimum annular cement grout/slurry 

pressure grouted via tremie 

50’ minimum annular cement grout/

slurry, pressure grouted via tremie, set at 

least 20’ into the hydrological unit to be 

u lized as a water source 

Annular space in between shall be pressure 

grouted via tremie with bentonite grout or 

cement grout/slurry 

50’ from nearest sep c tank, sep c drain 

field, aerobic spray area  
50’ from nearest property line 

24” Steel or SCH 80 sunlight resistant PVC 

12” above and 12” below land surface 

2” larger than OD of casing 
Land Surface 

100’ from an exis ng well** 100’ from an exis ng well** 

**unless on the same property but completed into two different aquifers  


